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Space Charge Modulated Electrical 
Breakdown
Shengtao Li1, Yuanwei Zhu1, Daomin Min1 & George Chen1,2
Electrical breakdown is one of the most important physical phenomena in electrical and electronic 
engineering. Since the early 20th century, many theories and models of electrical breakdown have been 
proposed, but the origin of one key issue, that the explanation for dc breakdown strength being twice 
or higher than ac breakdown strength in insulating materials, remains unclear. Here, by employing a 
bipolar charge transport model, we investigate the space charge dynamics in both dc and ac breakdown 
processes. We demonstrate the differences in charge accumulations under both dc and ac stresses and 
estimate the breakdown strength, which is modulated by the electric field distortion induced by space 
charge. It is concluded that dc breakdown initializes in the bulk whereas ac breakdown initializes in 
the vicinity of the sample-electrode interface. Compared with dc breakdown, the lower breakdown 
strength under ac stress and the decreasing breakdown strength with an increase in applied frequency, 
are both attributed to the electric field distortion induced by space charges located in the vicinity of the 
electrodes.
Electrical breakdown is an important physical phenomenon, which may occur in electrical equipment and 
electronic devices. Since the application of alternating current (ac) in power transmission began in the late 19th 
century, it has been realized that the dc breakdown strength is about twice or higher than the ac breakdown 
strength in insulating materials1. Throughout the 20th century, many investigations on this phenomenon were 
conducted1–10 and it was discovered that this phenomenon commonly exists in many insulating materials, from 
thin films to thick boards3. From the early 20th century on, now-classical theories such as electrical breakdown 
(introduced by Hipple in 193711 and Fröhlich in 193912) and thermal breakdown13 (introduced by Wagner in 
1922) have been proposed. However, it is still the lack of a widely recognized understanding, which can fully 
explain the origin of this phenomenon. Given overall rapid developments in electrical and electronic engineering, 
the incomplete understanding of the mechanism of dc and ac breakdown has restricted the development of some 
electrical equipment and electronic devices4–6,9.
In 1914, scholars first recognized the presence of charges injected from electrodes under electrical stress, i.e., 
space charges14. After the establishment of pulsed electro-acoustic (PEA) method in 1990s, space charge distri-
bution in solid insulating materials came to be intuitively demonstrated15. During the same period, numerical 
simulations of space charge profiles were initially performed16,17 and some of the simulated results could perfectly 
match the PEA results in recent years18. As a result of the development in understanding space charges, the elec-
tric field concentration and distortion induced by space charges were valued and considered as an important fac-
tor that modifies the dielectric behaviour of insulating materials19,20. Based on present understanding, the origin 
of thickness-dependent dc breakdown was initially investigated through numerical simulations21. However, there 
is still a lack of experimental support. Moreover, the origin of ac breakdown in connection with the presence of 
space charge has not been revealed.
In this work, after considering the characteristics of charge injection, migration and diffusion, we demonstrate 
the charge transport behaviours during dc and ac (50–1000 Hz) breakdown of one typical material employed in 
electrical engineering, i.e. the oil impregnated paper in power transformers. We discuss the differences in charge 
accumulation and electric field distortion between dc and ac electrical stresses, and reveal the breakdown mech-
anism modulated by space charges.
Our experiment employed Karamay 25# transformer oil impregnated Kraft insulating paper (thickness of 
0.07 mm) as the oil impregnated paper sample. A brass spherical electrode (φ = 25 mm) was used in conducting 
the breakdown tests. (Further details are provided in the Supplementary Information).
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Figure 1a shows the downward trend of experimental dc breakdown strength with increasing sample layers 
(i.e. thickness), from 233.4 kV/mm of a one-layer sample to 217.3 kV/mm of a four-layer sample. The downward 
trend of dc breakdown strength is commonly acknowledged to be a geometrical effect and it is widely observed 
in insulating materials22,23. In order to investigate the mechanism of dc breakdown and the origin of the geomet-
rical effect, we analyse the space charge dynamics during dc breakdown through numerical simulations24. The 
details and the assigned values of the parameters employed in the simulation are described in the Supplementary 
Information.
The space charge profiles for 1–4 layer samples are similar and the two-layer sample is thus taken as an exam-
ple, as shown in Fig. 1b. For a two-layer sample, the experimental dc breakdown occurs at an average value 
of 32.12 kV. Before breakdown, a dc voltage with a ramping rate of 1 kV/s is continuously applied, injecting 
homo-space charges into the sample. The charge injection follows Schottky thermionic emission, which implies 
that the quantity of injected charges is exponentially increasing with the ramping voltage. As a result, space charge 
density increases with time.
Under applied dc stress, the injected space charges induce a built-in electric field, as shown in Fig. 1c. The 
homo-charges suppress the electric strength in the vicinity of the sample-electrode interface, while they increase 
the electric strength in the middle of the bulk. This electric field distortion is not apparently formed during the 
early breakdown process, as the quantity of accumulated charges is relatively small. However, when the applied 
field is approaching the dc breakdown strength, the electric field distortion increases dramatically. As electrical 
breakdown occurs at the position where there is the highest electric strength, dc breakdown initializes in the 
middle of the bulk.
Before breakdown, the duration of the application of dc stress is lengthened with increasing sample thick-
ness. As a result, homo-charge accumulation is strengthened, which leads to a more obvious decrease of electric 
strength near the sample-electrode interface, as well as an enhancement in the bulk of the sample. It implies a 
higher maximum built-in electric strength in the bulk, which decreases the breakdown strength. As a result, the 
dc breakdown strength decreases with increasing sample thickness. For thickness-dependent dc breakdown of 
oil impregnated paper, the simulated breakdown strengths are in accordance with the experimental results, as 
shown in Fig. 1a.
Since the late 20th century, space charge has been regarded as an important factor leading to deterioration and 
electrical failure of materials subjected to high voltage dc electrical stress. However, the understanding of space 
charge behaviours under ac stress is comparatively limited25 and their influence on breakdown process is still a 
debated topic. One main reason is that reliable experimental detection of space charges under ac stress is much 
harder when compared to that under dc stress, owing to the extremely fast periodic motion of applied voltage 
amplitudes. Moreover, a technological blockage is encountered in detecting space charge distribution on a small 
scale, e.g., the resolution of the latest PEA system is reported as 2 μ m26, while space charges under ac stress are 
commonly continuously distributed within 0–2 μ m in the vicinity of the electrodes27. Therefore, the space charge 
distribution in short-term ac breakdown is seldom demonstrated in experiments.
Considering the constraints in experimentally measuring space charge distributions under ac stress, numer-
ical simulations are employed in academic investigations25,28. Owning to the difficultly in maintaining the con-
vergence and stability of a simulating program, the highest reported ac frequency in simulations of space charge 
profiles is 50 Hz27. However, higher frequency voltages are commonly applied in electronic and electrical appli-
cations and their related investigations remain blank. We develop a simulating program, which combines the 
third-order finite difference method, the finite element method, and the reaction-advection-reaction algorithm. 
This program has the advantage of obtaining stabilized numerical solutions at high frequencies and it can accu-
rately simulate space charge dynamics under 50–1000 Hz ac stress.
Figure 2a shows the experimental breakdown strengths of one-layer oil impregnated paper under 50–1000 Hz 
ac stress. The ac breakdown strength decreases with increasing applied voltage frequency. Under 50 Hz ac stress, 
the breakdown occurs at 135 kV/mm, which is 57.7% of the dc breakdown strength (233 kV/mm) of the same 
sample.
In order to demonstrate the electric field distortion with the variation of applied frequency, it is assumed that 
no breakdown occurs in the following numerical simulation. Figure 2b shows the space charge distribution under 
50–1000 Hz ac stress at 135 kV/mm (the experimental 50 Hz breakdown strength, peak-to-peak value). It can be 
observed that both positive and negative charges are accumulated in the vicinity of the electrodes. Compared 
Figure 1. Space charge dynamics and breakdown strengths under dc stress. (a) Experimental and simulated 
breakdown strengths of 1–4 layer oil impregnated paper under dc stress, (b) space charge distribution as a 
function of position in a dc breakdown process of two-layer oil impregnated paper, (c) electric field distribution 
as a function of position in a dc breakdown process of two-layer oil impregnated paper.
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with space charge distribution under dc stress, the charge accumulation depth is tremendously narrowed, which 
is within 0–2 μ m in the vicinity of the electrodes. Moreover, the position of positive charges is more shallow 
(compared to that of negative charges), owing to a lower mobility that controls the migration of charges. Although 
the total amount of space charges under ac stress is relatively small, the charge densities in the vicinity of the elec-
trodes are extremely large. The maximum density reaches the order of 104 C/m3 at the electrodes, while no space 
charge is observed inside the middle of the bulk. The densities of both positive and negative charges increase with 
increasing applied frequency, which is considered to determine the breakdown strengths with the variation of 
applied frequencies.
In Fig. 2b, it is observed that space charge accumulation is more dramatic in the vicinity of the left electrode, 
which forms a more distorted electric field. The amplitude of ac stress varies in one cycle. Electrical breakdown 
occurs at the maximum electric field, which is built at the phase angle of 90°, as demonstrated in Fig. 2c. It is 
observed that a tremendously distorted field is built near the sample-electrode interface and is strengthened 
with the increasing applied frequency. The maximum distortion appears at the junction of positive and negative 
charges, which can be explained by Poisson’s equation24. For 50 Hz ac stress, when the applied electric field is 
135 kV/mm, the maximum electric strength reaches 233 kV/mm in the vicinity of the left electrode. As 233 kV/
mm is the assigned value of intrinsic breakdown (that is, the experimental dc breakdown strength), this leads 
to the breakdown of the oil impregnated paper sample under 50 Hz ac stress. For 200–1000 Hz ac stress, the 
maximum distorted electric strengths at 135 kV/mm are far larger than 233 kV/mm and they increase with the 
increasing applied frequency. Therefore, the breakdown strengths decrease with the rising applied frequencies.
The simulated breakdown strengths under 200–1000 Hz ac stress are shown in Fig. 2a, which are in 
accordance with the experimental results. Ac breakdown is determined by space charges in the vicinity of 
the sample-electrode interface. The comparatively lower breakdown strength (compared with dc breakdown 
strength) and the decreasing trend with increase in applied frequency are due to space charge induced electric 
field distortion in the vicinity of the electrodes.
We have thus demonstrated the dc and ac (50–1000 Hz) breakdown characteristics of insulating materials, 
both in experiments and numerical simulations. Notably, the electrical breakdown of insulating materials is 
modulated by space charges. Generally, homo-charges are formed in a dc breakdown process, which reduce the 
electric strength in the vicinity of the sample-electrode interface and enhance electric strength in the middle of 
the bulk. In contrast, both positive and negative charges are accumulated within 0–2 μ m in the vicinity of the 
electrodes under ac stress. These accumulated charges induce a significant electric field distortion that greatly 
enhances inner electric strength in the vicinity of the electrodes, which lead to the comparatively low breakdown 
strengths. This distortion is strengthened with applied frequency, which is responsible for the decreasing break-
down strength with applied frequency. In conclusion, dc breakdown initializes in the middle bulk of the material 
whilst ac breakdown initializes in the vicinity of the sample-electrode interface.
As the mechanisms of dc and ac breakdown are now revealed, it provides a new possible method in ana-
lysing and explaining breakdown phenomenon. Moreover, possible quantitative methods in modifying space 
charge distribution, like oxidation and fluoridation, should be further developed and emphasized as important 
approaches to control and improve the breakdown performance of insulating materials.
References
1. Hayden, J. L. R. & Eddy, W. N. E. Dielectric strength ratio between alternating and direct voltages. J. American Institute of Electrical 
Engineers 42, 706–712 (1923).
2. Robinson, D. M. The breakdown mechanism of impregnated paper cables. J. American Institute of Electrical Engineers 77, 90–103 
(1935).
3. Seong, J. K., Seo, I. J., Hwang, J. S. & Lee, B. W. Comparative evaluation between dc and ac breakdown characteristic of dielectric 
insulating materials in liquid nitrogen. IEEE Trans. Appl. Supercond. 22, 7701504–7701504 (2012).
4. Balpinarli, M., Dai, J. J. & Gela, G. AC and DC breakdown versus thickness characteristics for rubber gloves. IEEE Trans. Power Del. 
3, 384–391 (1988).
5. Jow, T. R. & Cygan, P. J. Investigation of dielectric breakdown of polyvinylidene fluoride using AC and DC methods. Conference 
Record of the 1992 IEEE International Symposium on Electrical Insulation. 181–184 (1992).
Figure 2. Space charge dynamics and breakdown strengths under ac stress. (a) Experimental and simulated 
breakdown strengths of one-layer oil impregnated paper under 50–1000 Hz ac stress, (b) space charge 
distribution as a function of position at applied electric strength of 135 kV/mm in 50–1000 Hz ac breakdown 
processes of one-layer oil impregnated paper, (c) electric field distribution as a function of position at applied 
electric strength of 135 kV/mm (at phase angle of 90°) in 50–1000 Hz ac breakdown processes of one-layer oil 
impregnated paper.
www.nature.com/scientificreports/
4Scientific RepoRts | 6:32588 | DOI: 10.1038/srep32588
6. Grzybowski, S. & McMellon, R. L. Electrical breakdown characteristics of the XLPE cables under AC, DC and pulsating voltages. 
Proceedings of the International Conference on Properties and Applications of Dielectric Materials. 63–66 (1995).
7. Grzybowski, S., Feilat, E. A., Knight, P. & Doriott, L. Breakdown voltage behavior of PET thermoplastics at DC and AC voltages. 
IEEE Southeastcon ‘99. Proceedings. 284–287 (1999).
8. Li, W. G. et al. Comparison between the DC and AC breakdown characteristics of dielectric sheets in liquid nitrogen. IEEE Trans. 
Appl. Supercond. 24, 8800606 (2014).
9. Laifaoui, A., Herzine, M. S., Zebboudj, Y., Reboul, J. & Nedjar, M. Breakdown strength measurements on cylindrical polyvinyl 
chloride sheaths under AC and DC voltages. IEEE Trans. Dielectr. Electr. Insul. 21, 2267–2273 (2014).
10. Koo, J., Hwang, J., Shin, W., Sakamoto, K., Oh, D. & Lee, B. Comparison of DC and AC surface breakdown characteristics of GFRP 
and epoxy nanocomposites in liquid nitrogen. IEEE Trans. Appl. Supercond. 26, 7700804 (2016).
11. Von Hippel, A. Electric breakdown of solid and liquid insulators. J. Appl. Phys. 8, 815 (1937).
12. Fröhlich, H. Theory of electrical breakdown in ionic crystals II. Proceedings of the royal society of London series A- Mathematical and 
physical science 172, 0094–0106 (1939).
13. Wagner, K. W. The physical nature of the electrical breakdown of solid dielectrics. J. American Institute of Electrical Engineers 41, 
1034–1044 (1922).
14. Langmuir, I. The effect of space charge on thermionic streams in the high vacuum. Phys. Rev. 2, 450–486 (1913).
15. Liu, R., Takada, T. & Takasu, N. Pulsed electroacoustic method for measurement of space-charge distribution in power-cables under 
both dc and ac electric-fields. J. Phys. D-Appl. Phys. 26, 986–993 (1993).
16. Elmoursi, A. A. & Speck, C. E. Simulation of space charge in unbounded geometries IEEE Trans. Ind. Appl. 26, 384–392 (1990).
17. Bogus, E. G., Hoskins, M. J. & Hunsinger, B. J. Numerical model for electrical charge injection in the acoustic charge-transport 
device IEEE Trans. on Electron Devices. 38, 822–830 (1991).
18. Laurent, C., Teyssedre, G., Le Roy, S. & Baudoin, F. Charge dynamics and its energetic features in polymeric materials. IEEE Trans. 
Dielectr. Electr. Insul. 20, 357–381 (2013).
19. Zheng, F., Dong, J., Zhang, Y., An, Z. & Lei, Q. Reduction of space charge breakdown in e-beam irradiated nano/polymethylmethacrylate 
composites. Appl. Phys. Lett. 97, 012901–012901 (2013).
20. Zha, J., Dang, Z., Song, H., Yin, Y. & Chen, G. Dielectric properties and effect of electrical aging on space charge accumulation in 
polyimide/TiO2 nanocomposite films. J. Appl. Phys. 108, 094113 (2010).
21. Chen, G., Zhao, J., Li, S. & Zhong, L. Origin of thickness dependent dc electrical breakdown in dielectrics. Appl. Phys. Lett. 100, 
222904 (2012).
22. Kim, H. & Shi, F. Thickness dependent dielectric strength of a low permittivity dielectric film. IEEE Trans. Dielectr. Electr. Insul. 8, 
248–252 (2001).
23. Hampton, R. N., Smedberg, A. & Wald, D. F. Effect of size on electrical performance. Conference record of the 2006 IEEE International 
Symposium on Electrical Insulation 25–29 (2006).
24. Min, D., Wang, W. & Li, S. Numerical analysis of space charge accumulation and conduction properties in LDPE nanodielectrics, 
IEEE Trans. Dielectr. Electr. Insul. 22, 1483–1491 (2015).
25. Zhou, C. & Chen, G. Space charge behaviours in polyethylene under combined ac and dc electric fields. Annual Report Conference 
on Electrical Insulation and Dielectric Phenomena 848–851 (2014).
26. Kumaoka, K., Kato, T., Miyake, H. & Tanaka, Y. Development of space charge measurement system with high positionalal resolution 
using pulsed electro acoustic method. Proc. of International Symposium on Electrical Insulating Materials 389–392 (2014).
27. Zhao, J., Xu, Z., Chen, G. & Lewin, P. L. Numeric description of space charge in polyethylene under ac electric fields. J. Appl. Phys. 
108, 124107 (2010).
28. Zhou, C. & Chen, G. Space charge and ac electric breakdown strength in polyethylene. Annual Report Conference on Electrical 
Insulation and Dielectric Phenomena 106–109 (2015).
Acknowledgements
This work is supported by the National Basic Research Program (973 Program) of China (Grant No. 
2011CB209404). The authors thank Mr. Fan Tang for contributions to the experiments.
Author Contributions
S.L. and Y.Z. planned the project, designed the experiment and wrote the paper. Y.Z. did sample preparation and 
performed the breakdown experiments. D.M. developed the program for numerical simulations. S.L. and G.C. 
provided analytical theory for electrical breakdown. All of the authors participated in the analysis of the results.
Additional Information
Supplementary information accompanies this paper at http://www.nature.com/srep
Competing financial interests: The authors declare no competing financial interests.
How to cite this article: Li, S. et al. Space Charge Modulated Electrical Breakdown. Sci. Rep. 6, 32588; doi: 
10.1038/srep32588 (2016).
This work is licensed under a Creative Commons Attribution 4.0 International License. The images 
or other third party material in this article are included in the article’s Creative Commons license, 
unless indicated otherwise in the credit line; if the material is not included under the Creative Commons license, 
users will need to obtain permission from the license holder to reproduce the material. To view a copy of this 
license, visit http://creativecommons.org/licenses/by/4.0/
 
© The Author(s) 2016
